Abstract: Transformers are installed in power distribution systems to perform changes in supply voltage. Large consumers often have several transformers installed in parallel to ensure continuity of supply in the event of failure. These machines can achieve very high efficiency, but their efficiency is not constant since it depends on the power demanded at each time. Therefore, the level of efficiency that correspond to the operation of a specific transformer depends on two factors: machine technical characteristics and electrical load. In this work, the authors have proposed a methodology which shows the optimal number of transformers to be connected at each period in the substations of a large Spanish hospital, in order to achieve the maximum seasonal efficiency of these machines. The results of the energy saving are determined with respect to the current situation, in which all the transformers are permanently connected. On the other hand, the European Union has established a new regulation that sets the minimum energy efficiency requirements for new power transformers. This efficiency improvement is proposed to be applied gradually in two stages, a first limit came into force in 2015, while a more restrictive approach will appear in the year 2021. This work has also studied the potential energy savings that would occur when the substations of the hospital have more efficient transformers complying with the new European Regulation 548/2014.
Introduction
Nowadays, in the developed world, electricity is one of the main energy carriers; in Spain almost 25% of the energy consumption is carried out in the form of electricity, Table 1 [1]. Therefore, measures to improve the efficiency of the generation, distribution and consumption of this energy are essential aspects of a policy that wants to guarantee safe, affordable and sustainable energy. The electrical energy must be transported from the power stations, where it is generated, to the points of consumption, which can be separated by long distances. In this way, the main component of the transmission and distribution networks are the power lines. Table 2 shows data from the Spanish Transmission System Operator (REE) [2] . The distribution of electricity has associated energy losses, which are proportional to the square of the electric current. In order to transport a given power with lower losses, the voltage level in the power lines should be increased. Therefore, the search for energy efficiency provoked power transformers to appear in power grids. The objective of using these machines is to minimize the losses in the transmission and distribution of electricity, and they do it by increasing the voltage in different stages. The optimization of distribution transformers is one of the key points for reducing network losses [3] , which have not only technical but also economic and environmental implications [4] . Table 2 . Evolution of the Spanish transmission and transformation power system [2] . On the other hand, the use of electricity is safer in low voltage than in high voltage. Thus, it is necessary to install transformers near the consumers, for reducing the voltage available in domestic, commercial and industrial areas. In many parts of the world, including Europe, China and Africa, the final consumer voltage is 230/400 V; while in North America it is 120/240 V. Transformers operated by distribution companies are responsible for supplying 70% of electricity to end-users at low voltage [5] . The rest of the distribution transformers in this range of voltages are owned by large commercial customers and industries. In this sense, it is customary that large consumers of electricity, typically industrial or commercial, have a substation for reducing the value of the voltage supplied by the distribution company to the voltage of end use. Several transformers in parallel are usually installed in these substations, whose sum of powers is higher than the customer demands. This allows carrying out maintenance operations and ensures continuity of supply in case of failure of a transformer.
Network
Power transformers are electrical machines that achieve very high nominal efficiencies, above 0.99. However, the interest of reducing losses in power transformers is an issue that, although old, continues to be discussed today, as demonstrated by the recent publication of the IEEE standard [6] . In this document, a detailed analysis is carried out, establishing a method for determining the value of the electric power needed to supply the losses of a transformer.
There are many works that have carried out a study on technical improvements of transformers. In [7] , a review of the papers that try to reduce losses by improving different constructive aspects, is carried out. This work classified the transformer loss problem into three main groups: (a) tank losses due to high-current bushings; (b) losses in transformer core joints; and (c) stray losses in the transformer tank.
There are several ways to reduce losses in power transformers. For instance, three different methodologies are considered in [8] : (a) using aluminum electromagnetic shields; (b) reducing the dielectric losses and (c) the impact of the joints design parameters of the wound core.
It is known by transformer manufacturers that the efficiency of large power transformers depends on load losses and no-load losses. The load losses depend on the current and the resistance of the electrical circuit, while the no-load losses are caused by the eddy current and hysteresis occurring at the core material of the transformer, and therefore these can be attributed to the magnetic properties of the deployed grain-oriented electrical steel material. This way, one of the most used methodologies to reduce losses in power transformers is to study the materials used. This has been the object of study for a long time; for example, in [9] the authors conducted a study of the characteristics of different magnetic materials for their application in electrical devices. In this way, there are several recent works that studied this aspect. In [10] , the authors offered the results of the test performed on different power transformers. They concluded that the losses varied 1.5% between the one that used better and worse materials. In [11] , a study based on a 3D model that considers different electrical steels is presented. The results showed that core losses can be reduced up to 30%; this reduction also implies that lower temperatures are reached in the transformer oil. Their results were validated with laboratory tests. Finally, the authors recommend that in the case that different materials are combined for the construction of the core, the low-loss steel is used in the inner core and the high-loss steel is used in the outer core. This contributed to avoiding an increase in power losses and in temperature in the transformers core.
In a more recent work [12] , the results and analysis of 3D simulations carried out to study the losses in the core of power transformers have been presented. The authors studied several electrical steels of different qualities, and their combination for the manufacture of the core. They showed data on the variation of the core manufacturing cost, and affirmed that for the construction of a transformer with certain losses, the manufacturing cost can be reduced when different materials are combined.
There are works that follow other research lines in order to improve the efficiency of power transformers. For example, in [13] the authors proposed reducing losses in distribution systems by using shunt capacitor banks coordinated with transformers. With them, they tried to minimize the reactive power and to increase the efficiency of the system by decreasing the losses generated in the power transformers. These losses can reach up to 55% of transmission and distribution losses. In this work, the authors studied the reduction of load losses by decreasing the current passing through its windings. By installing capacitor banks, a portion of the reactive power demand can be directly compensated, thereby reducing the current.
However, the efficiency of these machines is not constant, but it depends on the load or demand of electricity at each moment. There is an optimum load at which the transformer works at maximum efficiency or minimum losses, and as the load goes up or down relative to that value, the efficiency decreases. Therefore, the fact that a transformer reaches a high efficiency depends both on its nominal efficiency and that it works close to its optimum load. Following this concept, another research line was looking for the optimization of transformer operation [14, 15] .
Finally, it can be stated that the losses produced in the transformers have economic implications. In [16] , the authors analyze equations for the determination of the cost of the electric energy loss in power transformers.
In Spain, approximately 30% of the national energy consumption takes place in buildings [1] . A very significant part of this energy is demanded in the form of electric power. One example of these typical consumptions correspond to large complexes of permanent and predictable occupation, such as commercial centers, large airports, railway stations or hospitals. The analysis presented in this article matches the previous characteristics. The electrical demand is variable according to the time of the day and the period of the year, and it is also predictable. On the other hand, these consumers usually have substations where several transformers are installed in parallel.
In this work, the authors have studied the optimal number of transformers that should be connected in the substations of a hospital complex. The objective is to achieve the maximum seasonal efficiency of these electrical machines. The energy saving obtained with respect to the current operation in the hospital has been determined. Nowadays, the electrical energy is supplied by means of a fixed number of power transformers. As the control of the number of connected transformers that maximizes the efficiency implies a high number of switching maneuvers, another alternative has been studied. The number of connected transformers is selected at the beginning of each working period in the hospital.
The high efficiency of transformers do not produce important percentage in energy savings. However, the energy managed by these machines is very large, and any small percentage improvement will produce great energy savings. Thus, the European Union has promoted a new regulation that establishes the minimum energy efficiency requirements for new power transformers. This efficiency improvement is proposed to be applied gradually in two stages, establishing a first limit in 2015 and a second more restrictive in the year 2021. In this way, this study has also considered the energy savings that would occur with the control techniques proposed, taking into account more efficient transformers that comply with the new European regulation.
Only one study has been found in the literature that considers this work methodology [14] , however, it is carried out in substations with two transformers. In our work, we took into account four parallel transformers, the consumption in different periods of time, making an hourly and seasonal prediction of the number of transformers that should be connected in order to reduce losses.
Additionally, the connection or disconnection maneuvers of transformers at the beginning of each work shift has been studied. This increases the lifespan of these machines.
Moreover, a new analysis considering the new European regulation on transformers efficiency has been performed. This allows us to see the effect that would occur with the use of more efficient transformers.
The paper is organized as follows. Section 2 discusses the materials and methods and it is organized in three subsections: Section 2.1 studies the losses and efficiency associated with power transformers, Section 2.2 presents the Europeans Regulations on Transformer energy efficiency, and Section 2.3 describes the studied case. Section 3 presents the results. Finally, some conclusions are drawn in Section 4.
Materials and Methods
This section presents the materials and methodology followed in this work.
Efficiency and Losses of Power Transformers
Large power transformers are machines with nominal efficiencies greater than 99%, defining their efficiency η, as the ratio between output power, P 2 and input power, P 1 , Equation (1) [17] .
The output power can be obtained from the output apparent power, S 2 (the product of voltage and current absorbed by the load), and the load power factor, cosϕ 2 (ϕ 2 being the phase difference between the current and voltage waveforms). However, a transformer does not have to work at 100% load, in fact, managers of the transformer fleets prefer not to reach that level of demand. The load index of a transformer, C, is defined as the relation between the apparent power supplied, S 2 , and the nominal apparent power, S n . In this way, the output power can be expressed in function of the load index, Equation (2).
Due to the internal losses associated with transformers operation, the efficiency is always lower than 1. Therefore, output power is always lower than input power. Thus, the difference between input power, P 1 , and the output power, P 2 , is the power losses, P L . These power losses are composed of: no-load losses, P 0 , and load losses, P k . The no-load losses are associated with the magnetization of the transformer magnetic circuit; these are known as iron losses and their value is constant. The load losses are associated with the losses in conductors, its value depends on the specific current flow that is fixed by the load index, C, and the losses produced in the short-circuit test, P sc , Equation (3) . In this way, power losses can be expressed according to Equation (4) .
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Therefore, the efficiency of a transformer can be expressed as a function of the load index, Equation (5) .
All values in the previous equation are constants and are associated to each transformer design, the only exception is the load index. Thus, the derivative of this expression could be used in order to find the maximum efficiency that a transformer could reach, η max . The load index associated with the maximum efficiency is known as optimum, C opt . In this case, the no-load losses are equal to the load losses. The variation of the load makes it impossible to work under a constant load index. However, most managers of power transformers fleets try to operate their machines at a load rate close to the C opt . This way, the optimum load index and the maximum efficiency can be easily determined, Equation (6) .
In most practical situations, the reactive power of the electric power transformers is usually compensated by the addition of capacitor banks, and therefore, the cosφ 2 of the installation is 1. This is the case of the installation studied in this work.
European Regulation
The European Commission is promoting regulations that increase the efficiency of equipment and installations by reducing energy consumption. One of these directives considers the efficiency of the new power transformers to be installed in Europe [18] . This regulation establishes two temporary limits, Tier 1 for 1 July 2015 and Tier 2 for 1 July 2021. These limits set the maximum losses associated with the operation of transformers under load and under no load. The losses are fixed according to: type of construction, voltage and apparent power. The Tier 1 was a first objective for transformers efficiency that the European authorities considered achievable in the short term. The Tier 2 is the real goal to achieve and a period of six years was established so that the manufacturers of these machines could adapt their designs. Table 3 shows the limits for dry transformers of 1 MVA, 24 kV primary voltage and 1.1 kV secondary voltage, which are those studied in this work. Table 3 . Limits Tier 1 and Tier 2 for dry transformers (1 MVA, V 1 ≤ 24 kV, V 2 ≤ 1.1 kV) [18] .
Tier 1/1 July 2015
Tier 2/1 July 2021
Max no-Load Losses P 0 (W) 9000 1550 9000 1395
Description of the Installation
The substation studied is installed in a hospital complex of 10,000 m 2 . This kind of buildings are large consumers of energy, and there is a worldwide interest in decreasing their demand [19] . The hospital studied consists of 20 buildings with different sizes and orientations. Most of the space is intended for patient accommodation in rooms, but there are also external consultations, analysis and diagnostic services, operating and emergency rooms.
The hospital has a substation with the main connection, from which split two distribution rings that serve five secondary substations (Sec SS), Figure 1 . Each of the Sec SSs supplies the electricity demanded by the buildings next to it. The Sec SS 1 has an auxiliary connection, which allows partial supply to the hospital in case of failure of the main connection. 
Energy Demand from the Hospital
The energy demand of the hospital is mainly provided to service (1) lighting; (2) elevators; (3) medical equipment; (4) the hospital services such as: water pumping, compressed air, air conditioning, ventilation, etc.; (5) medicine and food cold stores; and (6) small appliances such as coffee makers, televisions, microwaves, or soft drink machines.
In this paper, the energy demand in this hospital in the last 5 years has been studied. The average energy consumed annually was 19.6 GWh. Figure 2 shows the monthly demand and the percentage that this represents on the annual demand. Sec SS 5 corresponds to a building recently put into operation, so there is no previous data, and this Sec SS has been left out of the study presented in this work.
The future growth of the hospital would modify its consumption, and therefore the amount of electricity transformed in the MAIN Substation (Figure 1) . However, the Sec SS 3 will be still feeding the same loads, and there will be no change in its operation.
From the analysis of the data, it has been observed that in the Sec SS 3 there is a large variation of the monthly demand, with respect to the other three Sec SSs. The reason is that this Sec SS supplies electricity to the building in which the central air conditioning are housed, so the electricity demand for this service is supplied from this Sec SS to the entire hospital. This effect can be observed in Figure  2 , in which the hospital demand has been disaggregated in the Sec SS 3 and the rest of Sec SSs (1, 2 and 4). Thus, the next section will focus on the Sec SS 3. 
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From the analysis of the data, it has been observed that in the Sec SS 3 there is a large variation of the monthly demand, with respect to the other three Sec SSs. The reason is that this Sec SS supplies electricity to the building in which the central air conditioning are housed, so the electricity demand for this service is supplied from this Sec SS to the entire hospital. This effect can be observed in Figure  2 , in which the hospital demand has been disaggregated in the Sec SS 3 and the rest of Sec SSs (1, 2 and 4). Thus, the next section will focus on the Sec SS 3. The future growth of the hospital would modify its consumption, and therefore the amount of electricity transformed in the MAIN Substation (Figure 1) . However, the Sec SS 3 will be still feeding the same loads, and there will be no change in its operation.
From the analysis of the data, it has been observed that in the Sec SS 3 there is a large variation of the monthly demand, with respect to the other three Sec SSs. The reason is that this Sec SS supplies Energies 2018, 11, 419 7 of 14 electricity to the building in which the central air conditioning are housed, so the electricity demand for this service is supplied from this Sec SS to the entire hospital. This effect can be observed in Figure 2 , in which the hospital demand has been disaggregated in the Sec SS 3 and the rest of Sec SSs (1, 2 and 4). Thus, the next section will focus on the Sec SS 3.
Secondary Substation Studied
The study proposed does not make sense when demand is constant, since in that case there are always a number of connected transformers that optimizes efficiency. Analogously, it also makes no sense if the Sec SS has a single transformer, since in that case there is only one connection option. Therefore, this type of study offers greater possibilities of energy saving with: (1) more variations, both daily and seasonal, in the demand of the Sec SS; and (2) a greater number of transformers that can enter into service. In the studied hospital complex, this occurs in the Sec SS 3. The magnitude of the changes in demand is basically based on the fact that this Sec SS is connected to the central air conditioning services of the hospital, which implies that there are large variations in both hourly and seasonal demand. The variation in hourly demand is also associated with the fact that this Sec SS also provides the consumption of the hot water pumping service of the hospital, and lighting, elevators, medical equipment, etc. of nearby buildings. The differences of hourly consumption, in a same day, can cause that the demand in the hour of greater consumption multiplies by 2.5 the demand of the hour of lower consumption. Regarding the differences in monthly consumption, the demand corresponding to the month of greatest consumption reaches 175% of the energy supplied in the month of least consumption.
Analyzing the demand of the Sec SS 3, it has been observed that there is a great difference in the demand between the one that takes place in working days and the one on holidays. This is basically due to the existence of consultations and diagnostic services in the hospital, which only operate on weekdays and therefore do not require space heating or air conditioning (supplied from Sec SS 3). Figure 3 shows the monthly and daily energy demands corresponding to the Sec SS 3. This has been carried out by differentiating between working and non-working days.
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Equation (6), the optimum load index and the maximum efficiency will be: Copt = 0.4847 and ηmax = 0.99060. In Figure 5 the efficiency of the Sec SS 3 is shown, taking into account the connection of 1, 2, 3 or 4 transformers, depending on the power demanded, P2. This efficiency has been calculated according to Equation (6) . The figure shows that for each power there are a number of transformers that optimize the efficiency of the Sec SS 3. As can be seen in Figure 5 , the connection of the third transformer is carried out at powers around 1300 kW, which is 65% of the power corresponding to the connection of two transformers (2 × 1000 kW). 1300 kW is 43% of the power of three parallel transformers (3 × 1000 kW). In the disconnection maneuver, the opposite would happen, when the third transformer would be removed, the load of the two remaining transformers will be 65%.
The optimum load of the transformers is around 45%, and the connection of a second or a third transformer is carried out at powers far from the maximum load of the transformer, Figure 5 , so there would be no risk for reliability of electrical power delivery. In addition, the reserve transformer of the Sec SS 3 is ready to automatically connect in case it is necessary. Table 4 shows, for the existing transformers, the number of machines that must be connected in each time period so that losses are as small as possible. The same number is given in Table 5 , but the number of connected machines is selected for each work shift (23 h to 7 h, 7 h to 15 h and 15 h to 23 The Sec SS 3 has installed 4 dry transformers of 1000 kVA each. In their current use, three remain always connected, the forth being in reserve, to be able to serve the hospital in case of failure of one of the other three. According to the data supplied by the manufacturer [20], its short-circuit and no-load power values are: P sc = 9.79 kW and P 0 = 2.3 kW. Considering these data, and according to Equation (6), the optimum load index and the maximum efficiency will be: C opt = 0.4847 and η max = 0.99060.
Results
In Figure 5 the efficiency of the Sec SS 3 is shown, taking into account the connection of 1, 2, 3 or 4 transformers, depending on the power demanded, P 2 . This efficiency has been calculated according to Equation (6) . The figure shows that for each power there are a number of transformers that optimize the efficiency of the Sec SS 3.
The optimum load of the transformers is around 45%, and the connection of a second or a third transformer is carried out at powers far from the maximum load of the transformer, Figure 5 , so there would be no risk for reliability of electrical power delivery. In addition, the reserve transformer of the Sec SS 3 is ready to automatically connect in case it is necessary. Figure 5 . Efficiency of the Sec SS 3 depending on demand and number transformers (TF) connected.
As can be seen in Figure 5 , the connection of the third transformer is carried out at powers around 1300 kW, which is 65% of the power corresponding to the connection of two transformers (2 × 1000 kW). 1300 kW is 43% of the power of three parallel transformers (3 × 1000 kW). In the disconnection maneuver, the opposite would happen, when the third transformer would be removed, the load of the two remaining transformers will be 65%. The optimum load of the transformers is around 45%, and the connection of a second or a third transformer is carried out at powers far from the maximum load of the transformer, Figure 5 , so there would be no risk for reliability of electrical power delivery. In addition, the reserve transformer of the Sec SS 3 is ready to automatically connect in case it is necessary. Table 4 shows, for the existing transformers, the number of machines that must be connected in each time period so that losses are as small as possible. The same number is given in Table 5 , but the number of connected machines is selected for each work shift (23 h to 7 h, 7 h to 15 h and 15 h to 23 h). The numbers that appear in both tables refer to working days and non-working days. The hours in which an on/off maneuver must be performed are shown in shaded text. In Table 4 , it can be seen that the best time to perform the connection maneuvers in the morning can vary between 6 a.m. and 8 a.m., depending on the month of the year. In the afternoon and evening, the distribution of the optimal connection periods has much greater variation. Comparing Tables 4  and 5 , it can be observed that making the connections at the beginning of the work shifts simplifies the management of the substation. Figure 6 shows the monthly losses with the three control systems: three permanently connected transformers, the number of transformers in operation is fixed at the start of each work shift, and hourly control of the optimal number of connected transformers. For the three annual periods and considering working days and non-working days, Table 6 presents the percentages of losses of the two alternative control systems, the permanent connection of three transformers being considered as the reference case. From having three transformers permanently connected to controlling their number, it is possible to obtain a significant loss reduction. In this Sec SS 3, losses can be reduced by 23.5%. With respect to the two proposed systems, when connecting a specific number of transformers in each work shift, the variation in the reduction of losses barely reaches 0.5%, with no significant difference being observed in monthly losses or between working days and non-working days.
On non-working days there is a greater loss reduction than on working days. This is because on non-working days there is less demand for electricity, and reducing to one the number of connected transformers produces the greatest increase in the efficiency.
The monthly losses are shown in Figures 7 and 8 for the three transformers connection systems, however, in this case the replacement of the transformers by higher efficiency machines that comply with TIER1 and TIER2, has been considered. Table 7 shows the percentages of losses of the three alternative control systems, taking into account the three annual periods, working and non-working days. From having three transformers permanently connected to controlling their number, it is possible to obtain a significant loss reduction. In this Sec SS 3, losses can be reduced by 23.5%. With respect to the two proposed systems, when connecting a specific number of transformers in each work shift, the variation in the reduction of losses barely reaches 0.5%, with no significant difference being observed in monthly losses or between working days and non-working days.
The monthly losses are shown in Figures 7 and 8 for the three transformers connection systems, however, in this case the replacement of the transformers by higher efficiency machines that comply with TIER1 and TIER2, has been considered. Table 7 shows the percentages of losses of the three alternative control systems, taking into account the three annual periods, working and non-working days.
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The monthly losses are shown in Figures 7 and 8 for the three transformers connection systems, however, in this case the replacement of the transformers by higher efficiency machines that comply with TIER1 and TIER2, has been considered. Table 7 shows the percentages of losses of the three alternative control systems, taking into account the three annual periods, working and non-working days. From the previous results, it is observed that the substitution of the current transformers by others that comply with the TIER1 and TIER2 regulations would produce a reduction of the current losses of 27.4% and 32.7%, respectively. If this substitution were combined with the control strategy, the losses could be reduced by 39.6% and 42.6%, respectively. The control strategy would continue to achieve energy savings, but as the nominal efficiency of the transformers improves, the influence of the control strategy becomes less important. The greatest loss reduction achieved by the control strategy is still achieved on non-working days.
Conclusions
This work has proposed a methodology to optimize the efficiency of a secondary substation, in which several transformers are installed in parallel. The electrical demand in this point of the network suffers both daily and seasonal variations. The method is based on selecting, according to the energy demand, the number of transformers that must be connected every hour. This is carried out by making the transformers work near their maximum efficiency point, and thereby minimizing energy losses.
This methodology has been applied to a secondary substation located in a hospital center. In this substation there are three transformers permanently connected and another one in reserve. Regarding the demand of electricity, the daily and seasonal variation has been taken into account, as well as the variation between working days and holidays. The results have shown that choosing the number of connected transformers improves the efficiency of the substation compared to traditional operation, in which there is a fixed number of machines running in parallel.
The savings have also been determined considering that the connection/disconnection operations of transformers are carried out at the beginning of the work shifts and not each hour. This 
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From the previous results, it is observed that the substitution of the current transformers by others that comply with the TIER1 and TIER2 regulations would produce a reduction of the current losses of 27.4% and 32.7%, respectively. If this substitution were combined with the control strategy, the losses could be reduced by 39.6% and 42.6%, respectively. The control strategy would continue to achieve energy savings, but as the nominal efficiency of the transformers improves, the influence of the control strategy becomes less important. The greatest loss reduction achieved by the control strategy is still achieved on non-working days.
Conclusions
The savings have also been determined considering that the connection/disconnection operations of transformers are carried out at the beginning of the work shifts and not each hour. This solution reduces the number of maneuvers to be carried out and facilitates its application. In this installation, there are hardly significant differences between these two options, since similar energy savings are achieved. However, in other facilities it would be possible to obtain different results.
On the other hand, knowing the number of connected transformers that optimizes the efficiency in each time period, would allow for the programming of the maintenance of the facility. This could be carried out in the periods of time in which a transformer is disconnected. Therefore, the maintenance would not affect the substation efficiency.
In the case studied, an annual reduction of 23% on secondary substation losses could be obtained, when considering the work shift maneuvers. This work has also studied the installation of new transformers fulfilling the European Regulation 548/2014. The results show that significant savings will be also reached, being 17% and 14% in the case of complying with TIER1 and TIER2 levels, respectively. This implies that if the transformers are replaced by others with better efficiency, the proposed method would continue to produce energy savings, but the percentage would be lower.
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Nomenclature
C load index (0 to 1) C opt optimum load index P L transformer power losses, W P 0 transformer no load losses, W P k transformer load losses, W P sc transformer short circuit losses, W P 1 transformer input power, W P 2 transformer output power, W Sec SS secondary substation S 2 transformer output apparent power, VA S n transformer nominal output apparent power, VA η transformer efficiency (0 to 1) η max transformer maximum efficiency cosϕ 2 load power factor
